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CONCRETE TOP_SLAB CAST WITH ACCESS ALUMINUM HATCH

FRAME SHALL BE DESIGNED FOR AN H—20 LIVE LOAD.
HATCH SIZED PER PUMP MANUFACTURER'S RECOMMENDATIONS
FOR PUMPS SELECTED. CONTRACTOR SHALL SUBMIT SHOP

4" D.I. VENT

(2) " _CHECK VALVE

w/ S.S. INSECT SCREEN LEVER & WEIGHT
(INSIDE PROPERTY ONLY) FLXFL ————

— (2)_" PLUG VALVE

OPENNING FOR 60"x60”
ACCESS ALUMINUM HATCH,
USF & M TYPE AHD (H—20)

DRAWINGS AND CALCULATIONS SIGNED AND SEALED BY A FLA. CONCRETE RING w/ RECESSED LOCK AND SEAL W/
REGISTERED PROFESSIONAL ENGINEER FOR APPROVAL BEFORE CAST WITH S’S. SPRINGS
PROCEEDING WITH CONSTRUCTION. HATCH FRAME NON—SHRINK
: BREAK AWAY o o " EPOXY GROUT
z BOLTS o) 1-1/4" ¢ PVC AFTER PIPING
S \ SUMP PUMP BRONZE SADDLE W/ INSTALLATION
. - DISCHARGE [ 3/4” CORP. STOP /(1yp)
| o 2 | | FOR SCADA
B N 3 ]I]_. — ] 4 MIN. (7 ,
N 2 .
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NOTE: FINAL_GRADE TO EW. FOR SIZE
CONFORM_WITH_SITE <3 3/4 AND MATERIAL
CHARACTERISTICS ° PRESSUR mmmomzmc:
WET WELL COATING ﬁz Al L
INTERIOR CONC. SURFACES SS.___ T —
OR || cABLE oz
WET WELL LINER (ON ALl HOLDERS —=
INTERIOR CONC. SURFACES, < |. (TvP.)
TERMINATING AT 12" FROM RS
BASE) (SEE NOTE 3)
#5 @ 12"<
e Ve M 4/5. craves ’ — ROOF
3" CLEAR ﬁ«w. 0/C ]| MNPy FELT
(TYRICAL) ] ) .| “12"¢ OPENING
@ FILL W/ NON—SHRINK
i ° X _ﬂ%xm _.>>qﬂ_%x PIPING — CONCRETE SUPPORTS W/ 2-#4
. HiGH WATER ALARM W || [] _ - . DOWELS EA. (TYP.)
=~ [T 27 S.S. 316
’ GUIDE BARS 6" MIN. LIMEROCK
EL. INFLUENT INVERT " DISCHARGE ﬂ. MIN. WELL COMPACTED
EL. LAG PUMP 'ON' | 6" A\ 4 ) ELECTRIC i OR SIZED FOR MAX.
"N’ » Fr SUBMERSIBLE
B LEAD PUMP 'ON'| 6" W | [T GoRD || LENGTH TO sum)
PUMP_BASE, PERMANENTLY
Jd || s.s. 318L )
EFFECTIVE VOLUME CHAIN F| ANCHORED W/ '3/4”S-.
EL. ALL PUMPS OFF'| W hmmm
EL. LOW WATER ALARM 6” / ;- 1
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WELL COMPACTED 22 28 #5 @ 8"
(MIN.) o T&B EW. "o
WET WELL 1.D.=8" MIN.

® BUBBLER TUBE
@ HIGH—HIGH FLOAT SWITCH
@ LOW-LOW FLOAT SWITCH

FOR ALL NEW SUBMERSIBLE PUMPING STATIONS

3" CLEAR

SEE

TYPICAL CONST. JOINT
DETAIL AT BASE

WET WELL AND VALVE TYPICAL SECTION
N.T.S. (SECTION A)




